MIAMI-DADE ' MIAMI-DADE COUNTY, FLORIDA
- : METRO-DADE FLAGLER BUILDING
BUILDING CODE COMPLIANCE OFFICE (BCCO) 140 WEST FLAGLER STREET, SUITE 1603

PRODUCT CONTROL DIVISION MIAMI, FLORIDA 33130-1563
(305) 3752901 - FAX (305) 375-2908

NOTICE OF ACCEPTANCE (NOA)

American Warming & Ventilating

7301 International Drive

Holland, Ohio 43528

SCOPE: This NOA is being issued under the applicable rules and regulations governing the use of construction
materials. The documentation submitted has been reviewed by Miami-Dade County Product Control Division and
accepted by the Board of Rules and Appeals (BORA) to be used in Miami Dade County and other areas where
allowed by the Authority Having Jurisdiction (AHI).

This NOA shall not be valid after the expiration date stated below. The Miami Dade County Product Control
Division (in Miami-Dade County) and/or the AHJ (in areas other than Miami Dade County) reserve the right to
have this product or material tested for quality assurance purposes. If this product or material fails to perform in
the accepted manner, the manufacturer will incur the expense of such testing and the AHJ may immediately
revoke, modify, or suspend the use of such product or material within their jurisdiction. BORA reserves the right
to revoke this acceptance, if it is determined by Miami-Dade county Product Control Division that this product or
material fails to meet the requirements of the applicable building code.

This product is approved as described herein, and has been designed to comply with the Florida Building Code
including the High Velocity Hurricane Zone.

DESCRIPTION: 6” Louver System Model LE32.

APPROVAL DOCUMENT: Drawing No.1217, titled “LE-32 Louver System” dated 04/03/03 with no revisions,
prepared by W.W. Schaefer Engineering & Consulting, PA, signed and scaled by W. W. Schaefer P.E., bearing the
Miami-Dade County Product Control Approval stamp with the NOA number and approval date by the Miami-
Dade County Product Control Division.

MISSILE IMPACT RATING: Large and Small Missile Impact Resistant.

LABELING: Each unit shall bear a permanent label with the manufacturer's name or logo, city, state and
following statement: "Miami-Dade County Product Control Approved", unless otherwise noted herein.

RENEWAL of this NOA shall be considered after a renewal application has been filed and there has been no
change in the applicable building code negatively affecting the performance of this product.

TERMINATION of this NOA will occur after the expiration date or if there has been a revision or change in the
materials, use, and/or manufacture of the product or process. Misuse of this NOA as an endorsement of any
product, for sales, advertising or any other purposes shall automatically terminate this NOA. Failure to comply

with any section of this NOA shall be cause for termination and removal of NOA.

ADVERTISEMENT: The NOA number preceded by the words Miami-Dade County, Florida, and followed by
the expiration date may be displayed in advertising literature. If any portion of the NOA is displayed, then it shall
be done in its entirety.

INSPECTION: A copy of this entire NOA shall be provided to the user by the manufacturer or its distributors

and shall be available for inspection at the job site at the request of the Building Official.

This NOA # 03-1001.01 consists of this page, evidence page as well as approval document mentioned above.

The submitted documentation was reviewed by Cang Font PE.

NOA No: 03-1001.01
Expiration Date: April 22, 2009
Approval Date: April 22, 2004
Page 1




American Warming & Ventilating.
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NOTICE OF ACCEPTANCE:

DRAWINGS.

EVIDENCE PAGE

‘Drawing prepared by W. W. Schaefer Engineering & Consulting, P.A. titled “LE-32
Louver System” Drawing No. 1217, dated 04/03/03 with no revision signed and
sealed by W. W. Shaefer, PE.

TESTS.

Test Report

HTL 0198-0508-03
HTL 0198-0618-03
HTL 0198-0804-03
HTL 0198-0508-03
HTL 0198-0804-03
HTL 0198-0324-03
HTL 0198-0324-03
HTL 0198-0324-03
HTL 0198-0324-03
HTL 0198-0128-03
HTL 0198-0508-03
HTL 0198-0324-03
HTL 0198-0324-03
AT 01-45720.01

CALCULATIONS.

Test Standard

TAS 201, 202 & 203
TAS 201, 202 & 203
TAS 201, 202 & 203
TAS 201, 202 & 203
TAS 201, 202 & 203
TAS 201, 202 & 203
TAS 201, 202 & 203
TAS 201, 202 & 203
TAS 201, 202 & 203
TAS 201, 202 & 203
TAS 202

TAS 202

TAS 201 & 203
TAS 100(A)-95

Test Date
05/15-19/03
06/06-25/03
08/06-08/03
05/08-13/03
08/08-11/03
03/24-26/03
03/24-04/16
03/24-24/03
03/25-04/21
02/10-04/21
05/13-13/03
03/27-27/03
03/24-04/21
06/16/03

Test Witness
V. J. Abraham PE.
V. J. Abraham PE.
V. J. Abraham PE.
V. J. Abraham PE.
V. J. Abraham PE.
V. J. Abraham PE.
V. J. Abraham PE.
V. J. Abraham PE.
V. J. Abraham PE.
V. J. Abraham PE.
V. J. Abraham PE.
V. J. Abraham PE.
V. J. Abraham PE.
J. A. Reed PE.

Allowable Load Calculations, dated 09/04/03, pages 1 to 11 of 11, prepared by W. W.
Schaefer Engineering & Consulting, PA, signed and sealed by W. W. Schaefer. PE.
Allowable Load Calculations, dated 03/04/04, pages 1 of 6, prepared by W. W.
Schaefer Engineering & Consulting, PA signed and sealed by W. W. Shaefer. PE.

QUALITY ASSURANCE

STATEMENTS

Miami-Dade Product Control Division.

Code compliance letter issued by W. W. Schaefer Engineering & Consulting, PA. on
09/22/03, signed and sealed by W. W. Schaefer, PE,
Test compliance letter issued by Hurricane Test Laboratory, Inc on 09/09/03, signed
and sealed by V. J. Abraham, PE.
No interest letter issued by W. W. Schaefer Engineerin

09/22/03, signed and sealed by W. W. Schaefer, PE.

onsulting, P.A. on

L pabr /o

Cahdid6 F. Font PE.

Sr. Product Control Examiner

NOA No 03-1001.01

Expiration Date: April 22,2009
Approval: Date: April 22, 2004



VERTICAL STACKING OF MULLED PANELS MAY OCCUR PROVIDING A STRUCTURAL
SUPPORT IS DESIGNED & INSTALLED BY OTHERS TO SUPPORT ALL LOADS

TRANSFERED FROM THE LOUVER ASSEMBLY (SINGLE PANELS MAY RUN TO

UNLIMITED HEIGHT PER ELEVATION {F NO MULLION EXISTS).
. SEPARATION OF DISSIMILAR MATERIALS MUST BE MAINTAINED PER ALL

APPLICABLE CODES & SECTION

2003.8.4 OF FBC 2001.

. THIS SYSTEM HAS BEEN TESTED FOR WATER INFILTRATION RESISTANCE AND IS

A WATER RESISTANT SYSTEM WHEN THE DAMPER BLADE IS ATTACHED TO THE
LOUVER BLADES AS SHOWN IN SECTION "A2/4"

. UNLESS THE DAMPER BLADE IS ATTACHED TO THE LOUVER BLADES, THE

LOUVER IS TO BE INSTALLED IN A LOCATION WHERE THE ROOM BEHIND
THE LOUVER IS DESIGNED TO DRAIN WATER PENETRATING INTO THE ROOM,

AND THE ROOM WILL HOUSE WATER RESISTANT/WATER PROOF EQUIPMENT,

COMPONENTS OR SUPPLIES,
PREPARE THESE DRAWINGS.

. INCREASE OF STRESSES AND ALLOWABLE LOADS BY 33% ARE USED TO

ALL DETAILS OF SHEETS 8 THRU 11 MUST COMPLY WITH THE LOUVER

DETAILS SHOWN ON SHEETS 1 THRU 7.

BY THE DETAILS ON SHEETS 1 THRU 7.

ANY DISCREPANCY S CONTROLLED

DESIGNED BY OTHERS TO SUPPORT THE LOUVER PANELS.

TO INFINITE HEIGHT PROVIDING OPENING IS PROPERLY
DESIGNED BY OTHERS TO SUPPORT THE LOUVER PANELS.

BLADE SUPPORT ANGLE IS CONTINUOUS FROM HEAD TO
SILL AND SPLICING OF THIS ANGLE IS NOT PART OF

THIS APPROVAL.

ALLOWABLE PRESSURES

& SHALL BE CONTROLLED BY THE

FOR EACH OF THOSE APPLICABLE
CONDITIONS.

PRESSURES VARY WITH PANEL SIZE,
CLIP SPACING & MULLION CONDITIONS

LESSER OF THE ALLOWABLE PRESSURE

SEE LOAD TABLES ON
SHEET 3 FOR ALLOWABLE PRESSURES.

60" MAX. 96" MAX.
FASTENER SCHEDULE“ ) (REF. LOAD TABLES) (REF. LOAD TABLES) )
ANCHOR TYPE . (5) SUBSTRATE MINIMUM | MINIMUM ATY'A2 6" 5 A%EL r Mix
EMBEDMENT| EDGE DIST. A [ MAX. o '
(INO. 10 S.S. SCREW WooD A 138 34 d ) q o i
NO. 10-24 TEK SCREW - |METAL STUD OR STEEL| FULL . | 3/4" - ! :I'
(1)1/4” CONCRETE SCREW ~| C90 CONCR. BLOCK -| 1 1/4" 21/2". TR W Q
,, A - (N 1 3,2
(1)1/4" CONCRETE SCREW - CONCRETE - 11/4" 2" z > <xQ 5 ~ il SEZ
n ” [ l ' ] LL Q-
()1/4" BOT .~ |STEEL OR METAL STUD| FULL .| 3/4". ] ot h % i =
n 0 " — D_
(4) 3/8" SLEEVE ANCHOR . CONCRETE - 21/2".| 2 o3 S5 /T3 i S 3
- " LIJ O T
3/8" BOLT  « STEEL FULL - | 3/4 k% g "’C < =T g%o
pd { === o
(1) CONCRETE SCREWS SHALL BE {TW RAMSET/RED HEAD OR ELCO TAPGONS OR i h < 7 & NEPA \5 T = &
&/ =X =
HILTI KWIK—CON 1. (HARDENED STEEL OR S.S. PER AISI 1021 & 410) &5 — 1 o2

(2) BOLT SHALL BE MIN. A307 GALVANIZED OR 304 S.S. (Fv = 10,000 PSI MIN.) W= g i H g

(3) WOOD SCREWS SHALL HAVE MIN. YIELD STRENGTH OF Fyb = 80,000 PSI O & N v

(4) SLEEVE ANCHORS MAY BE GALVANIZED OR S.S. RAMSET RED HEAD DYNABOLTS :

OR POWERS RAWL POWER BOLT. [

(5) SEE GENERAL NOTES FOR SUBSTRATE REQUIREMENTS. Q d h . a 0 il 0 S
= 6" MAX = i) —6" MAX.
= = 3 <
= 67 MAX. 3 f " 6" MAX.

RNER NSTRUCTI = 0 i 5 1 . i -

BLADE TO JAMB: BLADE END BUTTS TO JAMB, IS WELDED WITH ] Ll

ONE 1/8" X 5" WELD AND SCREWED TO JAMB WITH WITH 2 NO. _ _/ A

gcér—:vsv/g;usrisés SMS SCREWS THROUGH JAMB AND INTO BLADE L cZD JAMB BLADE SUPPORT m W %

. Z e m =

HEAD TO JAMB: HEAD FRAME IS SQUARE CUT, BUTTED AND Qo S \?VZL!—_'KI\:JE | ANGLE REQUIRED [ =EZ2

JOINED TO JAMB WITH ONE 1/8" X 5" WELD AND 2 NO. 8 X JAMB SPLICE 0 TR q__WITH ALL LOUVER (] o

3/4" S.S. SMS SCREWS THROUGH JAMB AND INTO HEADER WHEN o o REQUIRED F—PANELS HAVING il 2

SCREW SPLINES. REQUIRED Mo FOR =—=A FRAME WIDTH = S, &

SILL O JAMS: SIOE JAMB BUTTS TO SILL AND IS JOINED TO SILL| o = STACKING — R THAN ;;; =3

WITH THREE(3) 1/8” X 1" WELDS AND 2 NO. 8 X 3/4" S.S. H0 (seE [ GREATE ik inks

SMS SCREWS THROUGH SILL AND INTO JAMB SCREW SPLINES. STACKING DIo  SECTION —60". (SEE i UZIg

SEE SECTION Z WU somend 1 T ]
N4 For f &€ A/aFORl SRR To —h iz
GENERAL NOTES: DETAIL). wOg DETAL). —(_OUVER BLADES =2
1. IT_SHALL BE THE RESPONSIBILITY OF THE PERMIT HOLDER TO SPLICE bl W SPLICE — LIl 0 @
VERIFY THE STRUCTURAL INTEGRITY OF THE EXISTING LOCATION TO ®  LOCATION & SILL) L
STRUCTURE TO SUPPORT THE LOADS SUPERIMPOSED BY THE 70 BE i
LOUVERS. BE BETWEEN L
2. THESE LOUVER SYSTEMS HAVE BEEN DESIGNED & TESTED IN  BLADES. I BETWEEN [y .
ACCORDANCE WITH THE FLORIDA BUILDING CODE (FBC) AND / BLADES. o
PROTOCOLS TAS-100, 201, 202 & 203 FOR HIGH VELOCITY q ] 4 5" rAx B
HURRICANE ZONE (HVHZ) AREAS. " @_/ " " .
3. EACH LOUVER ASSEMBLY SHALL BE PERMANENTLY LABELED AS 67 MAX. 48" MAX.
FOLLOWS:  AMERISAN WARMING AND VENTILATING INSTALLATION EXTERIOR ELEVATION INSTALLATION EXTERIOR ELEVATION
MIAMI—DADE COUNTY PRODUCT CONTROL APPROVED CLIP (AT SINGLE LOUVER PANEL WITHOUT CupP (AT SIN GMWITH
g. 2LL CONCRETE SUBSTRATE SHALL BE MIN. 3000 PSI. SIDES ONLY) BLADE SUPPORT ANGLE SIDES ONLY)
. ALL WOOD SUBSTRATE SHALL BE MIN. G = 0.55 DENSITY. BLADE SUPPORT ANGLE
6. ALL METAL STUD SUBSTRATE SHALL BE MIN. 16 GA. Fy = 33 ksi. LAULE DI ANDLL
7. ALL STRUCTURAL STEEL SUBSTRATE SHALL BE MIN. 12 GA. Fy = 36 ksi. NOTE: LOUVER PANELS MAY BE STACKED/SPLICED CED
8. PANEL WIDTHS & HEIGHTS ARE LIMITED AS SHOWN IN ELEVATIONS. VERTICALLY OR THE LOUVER PANEL MAY RUN VERTICALLY NOTE: LOUVER PANELS MAY BE STACKED/SPLICE
9. MULLED PANELS MAY BE HORIZONTALLY INSTALLED TO AN UNLIMITED NUMBER. TO INFINITE HEIGHT PROVIDING OPENING IS PROPERLY VERTICALLY OR THE LOUVER PANEL MAY RUN VERTICALLY

DRAWN BY: CHECKED BY:
K.P.S, WW.S,
PLOT: DATE:
1=24 04/03/03
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INTERNATIONAL DRIVE
HOLLAND, OHIO 43528
419-865-5000

AMERICAN WARMING & VENTILATING
7301

MANUFACTURER

LE-32 LOUVER SYSTEM

& CONSULTING, P.A.

8895 N. MILITARY TRAIL; SUITE C—-204

W. W. SCHAEFER ENGINEERING

DRAWING TITLE
CONSULTANTS

PALM BEACH GARDENS, FL 33410
PHONE: 561-775-4902 FAX: 561-775-4803

CERTIFICATION
MAR 04 2004

. SCHAEFER, P.E.
E. NO. 44135

DRAWING NO.

1217

REV.

SHEET NO.
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DRAWN B8Y: CHECKED B8Y:
K.P.S. WW.S,
BLADE SUPPORT ANGLE  [For_— [P =
" - - REQUIRED WITH ALL
(REF. ELEVATIONS ON (REF. ELEVATIONS ON (REF. ELEVATIONS ON l/iog\éir\RAEPQ/Tg%HS gé\t—:/%'GER z
SHEETS 1 & 2 & LOAD | SHEETS 1 & 2 & LOAD | SHEETS 1 & 2 & LOAD THAN 60" (SEE SECTION
TABLES ON SHEET 3 FOR| TABLES ON SHEET 3 FOR| TABLES ON SHEET 3 FOR i - N
MAX. FRAME WIDTHS) MAX. FRAME WIDTHS) MAX. FRAME WIDTHS) = B FOR CONNECTION TO fja
= LOUVER BLADES & SILL)
= z
> 14" MAX. O.C. g
(ADYAD (EDVEDY z
N, 6 N6/ re" MAX. / , d
[ \ i z
[ 1 h— 2
l— f i 1| 67 MAX. @
‘\SEE SECTION A1/4 g
FOR SILL SECTION
f ] 96" MAX WITH BLADE SUPPORT ANGLE ; o
60" MAX. WITHOUT BLADE SUPPORT ANGLE Z
( EXTERIOR ELEVATION g Y
2 : 1 { - HALF ROUND LOUVER PANEL E xQ
. . (OTHER SHAPES APPLICABLE PER | - ¥ 89
z W e APPROVED SHAPE TABLE) BLADE SUPPORT ANGLE REQUIRED -
o HZ WITH ALL LOUVER PANELS HAVING o
- . ng | 6" MAX. - - A FRAME WIDTH GREATER THAN 2 2549
e zo _ m\\s 60". (SEE SECTION "B/4" FOR S Z2 .o
S : 6" MAX. E—N CONNECTION TO LOUVER BLADES Z g |
L wo i =y z zZ~
3o 147 MAX. & SILL) =35
: =2 0.c. - 14" MAX. O.C. Z 32
0 i %
& Q& ! e |§5 ~
. i} 9 ) ! | g =
< . - i o (CRYEIVEIYT 1L £<
= = : o H G ASAS AL I DN\ X 6" MAX. | Z 1z
2 <Z(DC 2 \\5’/ {yl < - l-(/-i =
N a® 3 i 6" MAX. > e
i “ = i ; 0 2 g
] Ul - T 6" MAX, N f < 2 &1
Z S} ] w| & I3
/_@ 6" MAX. il 2| W< oAl
= - ol aa 5.8
L 14" MAX. a2l 8 e,
]/ INSTALLATION il 0.C. | ~ | U gdi
CUP (AT 4 i 7 ml =F EE
SIDES ONLY) 6" MAX. i P 6" wax. | S 533
= wn = |
<z I5w
’ SEE SECTION A1/4 ? by 1,558 238
- FOR SILL SECTION JAMB SPLICE WHEN F 1209 25
N — 96” MAX WITH BLADE SUPPORT REQUIRED FOR N EE R L
; 3 5 ~—  ANGLE; 60" MAX. WITHOUT = ——= ﬂA/CA,Klng%EEAISSCTION A g
) LADE SUPPORT ANGLE :
6 MAX. BLADE LIO SPLICE LOCATION TO BE .
_ EXTERIOR ELEVATION ui
LOAD WIDTH = LOAD WIDTH = BETWEEN BLADES (SEE o
——— (A+B)/2 T (8+C)/2 — PARTIAL ARCH TOP PANEL NOTE 6 BELOW). . @5
OTHER SHAPES APPLICABLE PER S bz
EXTERIOR ELEVATION APPROVED SHAPES ( APPROVED SHAPE TABLE) 2 £
MULLED UNITS ; A o c 22
(3 PANEL UNIT SHOWN; MORE ! I OTHER SHAPES MAY APPLY PROVIDING THEY ARE 4. WHEN BLADES EXCEED 60" IN LENGTH (UP To 967, | ||t b
THAN 3 PANELS MAY BE ! ] ! ! SIMILAR TO THOSE SHOWN & HAVE CORNER BLADE SUPPORT ANGLE AND BRACKETS ARé REQUIRED © P
CONSTRUCTION AS DESCRIBED ON ALL SHEETS. AT A MAXIMUM OF 48" FROM BLADE ENDS. %
MULLED/STACKED HOR]ZONTALLY) 2. ALL SHAPED LOUVER PANELS ARE RESTRICTED TO 5. ALL OTHER SHAPES, EXCEPT SQUARE & é
RECTANGULAR PANELS SHOWN: SHAPED PANELS MAY ALSO ,é\ % E THE SAME PANEL WIDTHS & PRESSURE AS THE RECTANGULAR, MUST HAVE BLADE SUPPORT ANGLE AND
RECTANGULAR LOUVER PANELS & MAY BE STACKED BRACKETS AT CENTER OF SPAN REGARDLESS OF BLADE DRAWING NO. [REV.
BE MULLED PROVIDING THE MULLION END CONNECTIONS VERTICALLY & HORIZONTALLY THE SAME AS THE LENGTH. 1217
ARE AS DETAILED WITH THE ABOVE RECTANGULAR ELFEVATION. RECTANGULAR PANELS. 6. SPLICES MAYNOT EXIST ON BENT OR SLOPED JAMBS.
@@ 3. CLIP SPACING IS RESTRICTED TO 6" FROM ENDS &  ONLY STRAIGHT VERTICAL JAMBS MAY BE SPLICED. SHEET NO.
14" MAX. 0.C. FOR ALL SHAPED LOUVER PANELS. 2 OF 11




JORAWN  BY: CHECKED BY:
MULLION LOAD TABLE (SEE INSTRUCTIONS BELOW) PANEL LOAD TABLE " ,/
MULLION | LOAD |(1) ALLOWABLE| [MULLION| LOAD |(1) ALLOWABLE| [MULLION| LOAD " |(1) ALLOWABLE| [MULLION| LOAD |(1) ALLOWABLE PANEL [(3 CLIP  |(1) ALLOWABLE|| PANEL [(3 CLIP  [(1) ALLOWABLE
SPAN | WIDTH |(2) PRESSURE| | SPAN | WIDTH |(2) PRESSURE SPAN | WIDTH |(2) PRESSURE | | SPAN | WIDTH |(2) PRESSURE WIDTH | SPACING [(2) PRESSURE || WIDTH | SPACING |(2) PRESSURE | ||
(N < (N)- (PSF) . (IN.) (IN.) (PSF) (IN.) (IN.) (PSF) (IN.) (iN.) (PSF) (IN.) (IN.) (PSF) (IN.) (IN.) (PSF) a
18" 96” 75.0 96"/ 65.7 - 96" . 47.0 . 96", 32.9 . 56" 147 180.0 . T 147 100.0 -
96" 75.0 90” 70.1 . 90" 50.1. 30" 35.1 - 22" 127.3 - 22" 63.6 -
24” 90” 0.0 84" 75.1 - 84" 53.7.. 84” 37.6 . o 14" 154.3 . " 14" 923 - |l
84", 85.0 78 80.9 . 78" 57.8 . 78" 40.4 . 22 109.1 . 22" 587 - | |E
96" 15.0 72" 87.6 . 72" 62.6 . 72" 438 . i 14" 120.0 . 54" v 85.0 - | |I3
90 0.0 60 66" 95.6 . 84" 66" 68.3 . | 66" 478 . 22 95.5 . 22 545 - g
50" 84" 85.0 60" 105.2 . 60” 75.1 . 190" 60" 526 . s 14" 1067, || oo v 80.0- ||z
78" 92.3 54" 1169 - 54" 835 . 54" 58.4 . 22" 84.8 . 22 50.9 - | ||¥
72" 100.0 48 1315 - 48" 93.9 - 48" 65.7 . 0" 147 90.0 - - 14" 750 | s
66" - 109.1 42" 150.2 - 42" 107.3 . 42 75.1 . 22 76.4 - 22" 47.7
96" 109.6 - 36" 175.3 . 36" 1252 . 36" 87.6 - 6" 14" 109.1 -
50" 116.9 . 30" 180.0 - 30" 150.2 . 30" 105.2 . 22" 69.4 - 2
84 1252 , % .| 598 - 2477 | 1800 . 24° 1315 NOTE: ALL SHAPED LOUVER PANELS ARE RESTRICTED TO A < U
35" 78" 134.8 . 90" 63.7 - 96" 41.1. 18" 175.3 . FRAME CLIP SPACING OF 14" 0.C. 22" CLIP SPACING IS ONLY E ER
72" 146.1 . 84" 638.3 . 90" 438 . 96" 27.2 . ALLOWED ON RECTANGULAR & SQUARE SHAPE LOUVERS. & O.L«n)o
66" 159.3 - 78" 735 - 84" 47.0 . 30" 29.0 ;§'¢8
60" 175.3 - 72" 79.7 . 78" 50.6 - 84" 31.1 . LOAD TABLE NOTES o S%L?
54"/ 180.0 - - 66" 86.9 - 72" 54.8 . 78" 335 (APPLICABLE_TO MULLION & PANEL LOAD TABLES): Z <59
96” 939 - 60" 95.6 - 66" 59.8 - 72 36.3 . 1) ALLOWABLE PRESSURE IS BOTH POSITIVE & NEGATIVE. z 257
90" 100.2 - 54 106.2 - 96" 60" 657 - 66" 39.6 . 2) THE LESSER LOAD FROM THE MULLION LOAD TABLE & S z52
84" 107.5 - 48 119.5 - 54" 73.0 - , 60" 436 . THE PANEL LOAD TABLE SHALL CONTROL AS THE z Y
78" 156 R 1366 - 28" 820 . 132 L e ALLOWABLE FOR THE ENTIRE MULLED UNIT. mé %%
42" 72" 1252 . 36" 159.3 . 42" 939 , 48" 54.4 . - gy ™
66" 136.6 . 30" /| 1800 - 36" 109.6 - 42" 62.2 . ~ PANEL WIDTH “A” — PANEL WIDTH '8 53
60 150.2 - 96" 548 . 30" 1315 - 36" 726 . PANEL PANEL =2
54" 166.9 - 90" 58.4 . 24” 164.3 30" 87.1 , CENTERLINE CENTERLINE =
48", 180.0 - 84" 62.6 . 18” . 180.0 . 24 108.9 . 7 o | g
96” 82.2 . 78" 67.4 - 96" . 36.5 . 18" 1452 . | B fef
90" 87.6 - 72" 73.0 - 90” 39.0 . 72 28.0 - ; : 2| W< oAl
84” 93.9 - 66" 79.7 - 84" 417 . 66 30.5 . 3| 3% 3¢
78 101.1 ~ 72" 60" 87.6 - 78" 449 . 60" 335 . o | @Y g5
18" 72" 109.6 54” 97.4 - 72" 48.7 . 54" 37.3 . 32(_ :'3 ég §§§
66" 1195 - 48" 109.6 - 66" 53.1 . 48 419 . o | 3| 4z it
60 1315 . 42" 1252 . 108" 60 58.4 . 42 47.9 . L ' z v .58 38R
54" 146.1 36" 146.1 - 54” 64.9 - 36" 55.9 - = |74 238
48" 164.3 - 307 175.3 - 48 73.0 - 30" 67.1 2 B |33 &
42", 180.0 _ 24", | 180.0 7 427 83.5 - 24" 83.9 - N S P z
36" 97.4 . 18" 1118 °
30” 116.9 - ! !
MULLION LOAD TABLE INSTRUCTIONS: 24” 146.1 - ' =
1. DETERMINE REQUIRED DESIGN PRESSURE OF THE LOUVER ASSEMBLY. 18" 180.0 - = =
2. DETERMINE THE REQUIRED MULLION SPAN OF THE LOUVER ASSEMBLY. 3]
3. DETERMINE THE PANEL WIDTH "A” & "B” AND THE MULLION LOAD WIDTH. A MULLION "LOAD WIDTH” MULLION =
4. GO TO THE MULLION LOAD TABLE AND CHECK THE ALLOWABLE PRESSURE FOR THE RESPECTIVE MULLION - — &
SPAN/LOAD_WIDTH. = (A + B)/2 &
5. GO TO THE PANEL LOAD TABLE AND CHECK THE ALLOWABLE PRESSURE FOR EACH PANEL WIDTH. LOUVER ASSEMBLY « it he
6. IF ALL THE ALLOWABLE PRESSURES OF INSTRUCTIONS 4 & 5 ARE GREATER THAN THE
REQUIRED DESIGN PRESSURE, THE ASSEMBLY IS ACCEPTABLE. —TRAWNG NO. [ REV.
7. IF ANY ALLOWABLE PRESSURE OF INSTRUCTIONS 4 & 5 15 LESS THAN THE REQUIRED DESIGN PRESSURE, THE 1217
ASSEMBLY IS NOT ACCEPTABLE UNLESS THE ASSEMBLY SIZE OR PRESSURE IS REDUCED AND INSTRUCTIONS FROM SHEET NO.
1 TO 7 ARE FOLLOWED AGAIN. 3 o 11




DRAWN BY: CHECKED BY:

, — SILICONE SEALANT AT - _xes | _wws
. HEAD JAMB (FU LL Tmé 04,/03/03
OPENING SUBSTRATE AROUND HEAD JAMB END) ,
BY OTHERS OPENING SUBSTRATE . OPENING SUBSTRATE ¥
[=]
BACKER ROD BY OTHERS CONT. HEAD PAN,/BLADE » BACKER ROD BY OTHERS
& CAULK BY BACKER ROD RETAINER ATTACHED TO & CAULK BY 5
OTHERS & CAULK BY HEAD BLADE WITH ¢ —oJl— g g79 OTHERS.
' r OTHERS 48X3/4” TEK SCREWS .
1/2" MAX. | I " L AT 75" 0.C. SEAL / o : : g
SPACE I 1/2" MAX. 1 BETWEEN SURFACES 1/2" MAX. | Z
I I SPACE WITH SILICONE. * SPACE g
. ' g
P I I 4 /8]/5 LN TYP. FOR ALL BLADES ' GAGD) , &
A [ _
i b M fa 208 Pl
| ‘ .
l O , P “ ccd x @ [astssnimif ) CZD
Pt , TYP. ALL BLADES / X o ' e Sy
1/8[,/57 LONG ™\ I (D) _—1/4 X 1/4 ADHESVE ‘ iy 2 Zo
@ V L — (TYpP. AT E x®
- , CONJUNCTION WITH ~ EA. ) s _8g
[ y ‘ 1/8" X 3/4” ADHESIVE [ 82 0
I AV VERTS SEAL AROUND , BACK FOAM SEAL -~ , o 29
i L/ scvﬁ%v:/ é—lEELAFDS , ‘ LOCATED AT JAMBS Z <59
.00
N ' SEALING 7 / . \_@ , Z &g |
A [ ‘ 5 » T E2o
il WASHER I CLIP ANCHORS ' 7 =233
JAMB SPLICE—TI I . | o (REF. SECTIONS "C1/5" Z pago]
(MULLION 1 . ! 51t © THRU "C4/5") + 9 BT
SPLICE IS NOT | I~ Conuous - ‘- I s o] sy
PART OF THIS / BLADE SUPPORT MAX. > GAED) 6" TALL SILL ¢ 2=
APPROVAL) W L} BRACKET AT - I _E
2 BLADES ABOVE - oAl I - o |2
& BELOW JAMB I I : y L -
M SPLICE - 3 1/2" I Il ~SILICONE SEAL JAMB TO SILL ~ DT wlg %
o F &ow
CLP ANCHORS 7 MAX. I 1X1X1/8 CHANNEL SPACER BLOCK - @ - wl & 358
(REF. SECTIONS ‘ ' /: __"/WWH #8X2" TEK SCREW AND 7~ / 2 (zpf %
3 ”» ”n 2 1 " . . —‘ .mu_-l>'<'
C1/5 THRU C4‘/5 ) ) _L /% “““““ ADHESIVE TAPE EVERY 7 /2 O C O « LZIJCZD g‘%ﬁ
: A —o'T — b !
I 1/2" MAX. ! 4 1/2 MAX._{\/_/ u| 5383
3
5 o SPACE ‘ ~LWEEP SLOTS 6" FROM SPACE B . ﬂgé EhIN
” ’ ENDS AND MAX. 18" 0.C. SECTION /BTN . = §w°3 233
1/4" DIA. WEEP CAP SEALED WITH . (1/4"X1” AT EXTERIOR; - ¢ SCALE: 3=1-0" &) 2 3=y
HOLES 6” 0.C. +  SILICONE SEALANT —  1/2”X1” AT INTERIOR) 1500 . E B 2
- SECTION v | - i
ENDS AND JAMB ' ' ;
SPLICE AND SPACED ~ (WATER RESISTANT-LOUVER) * B 2 2 & :
PER LOAD TABLE 1) MANUAL ROTO-OPERATOR 8.294 L | = e
SHOWN ON SHEET 9 OF. 11 IS ¥ | o = 3
: _ PART OF THIS SECTION.- M v el o AN
d fi‘ELQLUtTthSJA(,\AzE)3 ?OQNECPPN 2) INSTALLATIONS OF.WATER 3500 - Y o zo
/ , RESISTANT LOUVERS ARE- | . < £
) éVESLDgMg 2 #8 X 3/4" ¢ MITED TO 33 FT.- ELEVATION - o757 [ 0083 = s
SECTION & - -S. g 3) ALL OUTSIDE CORNERS ARE e E—
SCALE: 3"=1"-0" \ 4/ TO BE SEALED WITH SILICCNE ~ | f6857 ‘ | 982 1217 |
SEALANT. : :
STANDARD LOUVER) - SHEET NO.
( ) (19 SIL PAN . B e




B 4

CLIP ANCHORS (44840 L " | "
PER FASTENER —1/2 1/
SCHEDULE ON 1 /2»  CLIP ANCHORS .
SHEET 1 (NO. / i PER FASTENER _[1/2
10 SCREW) PRNAIS l by SCHEDULE ON i ,
A, | T SHEET 1 (NO. i ” | °TT
MIN. 2X_—~_  [9=F D 1 3/8" T 19 10 TEK SCREW) i ) 37819
WOOD \ F=n 2—12 L s
FRAMING BY ~ : ‘N % \j
OTHERS L 7—\ - e 5 8
C i I \ 1/8|,/1" LONG <TYP‘ / e
o= = = = METAL STUD OR o= = =
S / STEEL FRAMING
— BY OTHERS D
BACKER ROD 1 /0"
& CAULK By 1 I 1/2" MAX. SPACE SECTION &3\
OTHERS SECTION /TN SCALE: 3"=1'-0" \5&/
SCALE: 3"=1"-0" \5/ (OPTION 1 TO METAL STUD OR STEEL)
(TO WOOD) (SEE SECTION "C1” FOR DETAIL NOT SHOWN)
CLIP ANCHOR
PER FASTENER — i - ey 5 - .
SCHEDULE ON ) 5 v CLIP ANCHOR —
SHEETR E1T E(1 /4 T | ! PER FASTENER | ‘
CONC v 1”7 SCHEDULE ON 1”
; CAULKING
SCREW) © SHEET 1 O o
ILee” . f (1/4" BOLT) v 1 } BY OTHERS
Nl @*;\i\im___ 4
| e
% | e SPACE
P MIN. 12 GA. !
BLOCK/CONCRETE v.ﬁ A o T T = STRUCTUAL \ o T = —
OPENING BY - STEEL FRAMING ! 18
OTHERS e g BY OTHERS i@;

v

SECTION /&3
SCALE: 3"=1"-0" \5/

(TO BLOCK/CONCRETE)
(SEE SECTION "C1” FOR DETAIL NOT SHOWN)

SECTION /T
SCALE: 3"=1"-0" \5/

(OPTION 2 TO METAL STUD OR STEEL)
(SEE SECTION "C1"” FOR DETAIL NOT SHOWN)

12

<LLLULY

DRAWN BY:
K.P.5.

CHECKED BY:
W.W.S,

PLOT: DATE:
1=4 04/03/03

DATE

\J e

BY

REVISION DESCRIPTION

SECTION /DN
SCALE: 3"=1"-0" \8/

NO.

FOR ANCHOR &
SUBSTRATE, SEE
SECTIONS C1,
C2, C3 & C4.

CLIP FASTENERS PER
SECTIONS "C3” & "C4”

¢

2X2X1/8, 2X3X1/8 OR
2X4X1/8 6061—T6
ALUM. ANGLE 2" LONG

2" LEG

EDGE DISTANCE PER " "|* |
FASTENER SCHEDULE 1\

ON SHEET 1

AL

QLAY
E

P

v .

« -

COCONHY

2A128

ALTERNATE PANEL

CLIP _CONNECTIONS

.

1/2" MAX.
SPACE

-

00

TO CONCRETE/BLOCK OR STEEL

SEE SECTIONS FOR DETAIL NOT SHOWN
(TYP. BOTH SIDES OF OPENING)

CLIP FASTENERS PER

2X2X1/8, 2X3X1/8 OR
2X4X1/8 6061-T6
ALUM. ANGLE 2" LONG

__—2" LEG

SECTIONS "C1” & ”cz”k
| \ b

EDGE DISTANCE /

<UL
P S\

PER FASTENER f
SCHEDULE

\\\\\\\\

ON SHEET 1

E—

N

1/2” MAX.
SPACE

TO _WOOD/METAL FRAMING, BUCK OR STEEL

SECTION /TN
SCALE: 3"=1"-0" \5&/

INTERNATIONAL DRIVE

AMERICAN WARMING & VENTILATING
HOLLAND, OHIO 43528
419-865-5000
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WOOD, METAL STUD OR STEEL
SUBSTRATE BY OTHERS

BLOCK, CONCRETE OR
SUBSTRATE BY OTHERS

STEEL

TJorawn BY:
K.P.S.

CHECKED BY:
W.W.S,

PLOT:
1=4

DATE:
04/03/03

DATE

BY

REVISION DESCRIPTION

NO.

MANUFACTURER

INTERNATIONAL DRIVE
HOLLAND, OHIO 43528
419-865-5000

AMERICAN WARMING & VENTILATING
7301

: }
4 \ 0o _6_0_ 0 o 9_9_9:;—1 2
[ . e —— !
1/2” MAX. | 1/2" MAX. } 7/8"_f
SPACE SPACE 3/4" 7 EQ. SFj,ACOE(S:
(F1 N @ 1 1/2" 0.C.
6 4 5 <
\&/ &/ VIEW N
| > | SCALE: 3"=1'-0"\6
(SEE SECTIONS “E1” & "E2”
=0 A FOR ANCHORS TO OPENING)
//M ANCHOR PER 12
HEDULE
D —T | 1@@; ! (D) GN Sheer 1 o DT
\G6_/ I I 13 \G&/ : - 3X2X1/4,
i ol 10 SMS OR WOOD 4x2X17/4 OR
3 , it SCREW INTO WOOD; I
XX <X - MlN NO 10 TEK || 25%?14g
4 , 4 SCREW INTO METAL & -
= 1 1 S A |NUM
/2" Max. T T 172" uax. T STUD OR STEEL) SEN ) ANelE
SPACE SPACE % \ \
q % q . N\
@ NE
FASTENER SCHEDULE
SECTION /&0 ON SHEET 1 (NO. SECTION /2 ONS SEHEET 1 (3/8" EDGE DISTANCE PER
SCALE: 3 =1-0" \6_/ 10 SMS OR WOOD SCALE: 3’=1-0" \6_/ FASTENER SCHEDULE
SCREW INTO WOOD: SLEEVE/WEDGE ON SHEET 1
(INTO WOOD, METAL STUD MICN NO. 10 TEK (INTO BLOCK/CONCRETE OR  ANCHOR INTO OPTIONAL SECTION /&1
OR STEEL OPENING) SCREW INTO METAL STRUCTURAL STEEL OPENING) ggt‘ﬁgg gT/ESEL) SCALE. 3'=1-0" \G6_/
STUD OR STEEL) SILL SHOWN; HEAD SIMILAR
U808, sxax1 /4,
A ANCHOR TO OPENING =— 3~ ~ ANCHOR TO OPENING 4X2X1/4 OR
3/4"7 — PER SECTION "E1” 1" — PER SECTION "E2” I 5X2X1 44
X A (8 PER ANGLE) \/\/ (3 PER ANGLE) I go8s 1S,
i i 2‘,, ANGLE
" Farnsss C(E/ ] \ *
NO. 8 X 1/2 ° NO. 8 X 1/2” i
SMS SCREW 6” A SMS SCREW 6" L
FROM ENDS & N FROM ENDS & QQSESSLS EORN FéﬁTE?ET ANCE PER
15" MAX. O.C. . 15" MAX. O.C. Rvvssiwil » EDGE DISTAN
T ~. = T ~ o (3/8" SLEEVE/WEDGE - FASTENER SCHEDULE
J - 5o : 5 QG ANCHOR INTO ON SHEET 1
Pastits O E :.&\l Fansiss E:_ O CONCRETE’ 3/8" BOLT
o 12" =k O V. 12" INTO STEEL) OPTIONAL SECTION /E2
| it O o | S SCALE: 3'=1-0" \b/
"~ © SILL SHOWN; HEAD SIMILAR
XX O ~ @ oty o ’
LA 1
1/4-20 X 3 1/2"— o 1/4-20 X 3 1/2"—] -l
BOLT WITH 2 FLAT T BOLT WITH 2 FLAT e 1
WASHERS & 1 @_/ WASHERS & 1 @_/ O—
LOCKNUT WITHIN 8" <l \ 0 — LOCKNUT WITHIN 6" an \ EF
OF ENDS & MAX. /\/ OF ENDS & MAX. /\/
24" O.C. 24" 0.C. \_@
SECTON /ey D SECTION  /f\
SCALE: 3°=1-0" \&_/ SCALE: 3'=1-0" \6/
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DRAWING NO. |R
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I 5916 6.250 TEM #| PART # ITEM DESCRIPTION MANUFACTURER/NOTES e | s,
___]._— ’ PLOT: DATE:
I 6.000 [le— 0.125 PARTS 1=2 04/03/03
‘ ! ' = 1A — | STANDARD STRAIGHT JAMB 6063-T6 ALUMINUM j
750 —~— 0.079 0.123 1 709 /8 [/1=12 1B — |RADIUS JAMB 5052—-H32 ALUMINUM g
e { 0.125 2A — [Sit 6063-T5 ALUMINUM
f L L 1.500 28 —_ [OPTIONAL SILL 6063-15 ALUMINUM :
— } i 3A - |HEAD 6063-T5 ALUMINUM
5.949 ‘l T/8 [/ T=12 oesd Ut 38 — [OPTIONAL HEAD 6063-T5 ALUMINUM .
- L 4A — | STANDARD LOUVER BLADE 6063—-T5 ALUMINUM £
STANDARD I .R ADIUS JAMB i 4B - |OPTIONAL LOUVER BLADE 6063-T5 ALUMINUM 5
STRAIGHT JAMB 4C — |1 WATER RESISTANT LOUVER BLADE [6063—T5 ALUMINUM 8
5 — | BLADE SUPPORT BRACKET 6063-T5 ALUMINUM g
6 — | BLADE SUPPORT ANGLE 6063—-T5 ALUMINUM 3
7 ~  [MULLION END_SUPPORT ANGLE 6061-T6 ALUMINUM ‘
8 ~ | MULLION COVER 6063-T6 ALUMINUM g
0.101 ——{|— 9 — | SIDE_JAMB CLIP_ANGLE 6061-T6 ALUMINUM
10 — | DAMPER BLADE 6063-T5 ALUMINUM (USED WITH PART 4B)
6.000 6.000 1A — | STANDARD SILL PAN 16 GA. 5052-H32 ALUMINUM 2
0.101 == 118 ~ [OPTIONAL SILL PAN 16 _GA. 5052—H32 ALUMINUM g w
, FASTENERS = 2w
| 6.000 6.000 12 — [1/4=14 X 1 1/4” HILTI TEK SCREW OR[1 THROUGH SUPPORT ANGLE AT EACH SUPPORT Z O
‘ BRACKET AND AT HEAD & SILL > JR8
{ | 13 —  [1/4=14 X 1 1/4" HILT TEK SCREW |10 PER MULLION SUPPORT ANGLE INTO FRAME $ 2,3
f 7 T 14 ~  [1/4=14 X 1 1/4" HILTI TEK SCREW |2 PER EACH CLIP ANGLE INTO JAMB Q ggug
1.000 0.079 lgﬂ 0.123 L 15 —  |[NO. 8 X 3/4 S.S. SMS 2 THROUGH JAMB INTO EACH LOUVER BLADE Sz2°8
4 & L J ‘OPTIONAL SILL 1 16 - |NO. 8 X 3/4” S.S. SMS 2 THROUGH SILL INTO EACH SIDE & MULLION JAMB ® wo |
T SEALS & SEALANTS = z<y
18 | - |BULB SEAL [MCL 743091 z 53
5.717 i (1) PARTS 4C & 10 SHALL BE USED IN PLACE OF PART 4A OR 4B WHEN LOUVER IS S BT
— REQUIRED TO RESIST WATER PENETRATION. S . 5L
5.717 | g<
0.250 N E
- o K
;j 2.000 =
0.094 —=||=— nl o 3
Z .7
4.000 § i e
0.077 < uhl
5.250 4,000 -— 2.000 — § I
BLADE SUPPORT | E% EPLS
ANGLE M eE ER,
<8
T T2 225
s I 3R
1 250 (38) OPTIONAL HEAD 2 Rk
' L 4.447 ———=] 2000 o |E g 038
Z & g
| R (4O)WATER _RESISTANT (5) BLADE_SUPPORT 0250 = |27 &%
5717 | 5.717 | LOUVER BLADE BRACKET r c o= 2
. | —_ ‘ f uf
Q.
— = 0.125 ! 5.000 - €8
200 | T27 Lec WusT (7) MULLION SUPPORT ANGLE & E\\ |&
BE SECURED TO LENGTH = 127 ) . 35
w z
4.000 0.123 SI-= Z
' = | 2.000 10 | | <t &
0.875 0.079 4.000 T\ = s
‘ STANDARD _r— @ ]_y 0.080 BRAWING NO. | REV.
LOUVER BLADE OPTIONAL SDE JAMB  0.440 i
—— 2 ANNVOLL SHEET NO.
S (OUVER BLADE ~ (8)MULLION COVER  S=mii’ys (10)DAMPER BLADE e e




DRAWN BY: |CHECKED 8Y:

K.P.S. W.W.S,
PLOT: DATE:
1=4 04/03/03
%
g
£
WELD FASCIA TUBING TO g
SUBSTRATE LOUVER PANEL WITH S a
(REF. LOUVER 1/8” X 1" LONG FILLET 3
, WELDS AT 12" 0O.C. g
SECTIONS) g
g
; LOUVER
W/ELD TO BLADE WITH (REF.)
1/8” X 1" LONG FILLET ©
” Z
FASCIA TUBING—/ WELDS AT 127 0.C. ﬁ[/ *5' W
FRAME (ANY E £y
ALUMINUM > [EXTERIOR g iﬁ%’o
TUBE SIZE) l 293
¥ ALUMINUM FASCIA i 32,3
; LOUVER STRIP (WIDTH AS — o 2%
(REF.) REQUIRED) Z 203
z 557
bl
L —-Zo]
/J\J OPTIONAL FASCIA = Z§§
. ' STRIP_DETAIL Z 55
EXTERIOR] .S 8%
U~
ELJJ
o=
i<
P r = %
K FRAME CLIP E "
PER ol e g
SECTIONS ON el 2 %ol
[T} ¥R
ST SUBSTRATE g b, da0
| (REF. LOUVER ol 55,8
LOUVER SECTIONS) 3| 8,572
[(s=veasersasy Ju &
[E% L~ WELD FASCIA TUBING TO (REF.) S| 225
LOUVER PANEL WITH ‘ ] BE e
FASCIA TUBING 1/8” X 1" LONG FILLET == Yl wg o3
FRAME (ANY WELDS AT 12” O.C. R EE
ALUMINUM E |589=2;
TUBE SIZE) - L NO. 8 X 3/4” SMS | N LR E¥
i// g 12" MAX. O.C. ¢ wiih the S g
SUBSTRATE il \_ z
(REF. LOUVER  OPTIONAL FASCIA =
0.079” THICK ALUMINUM S
9NON—STRUCTURAL & DETAILS ON SHEETS &8 &
OPTIONAL _FLANGE sy NOT BE USED O | THRU 11 ARE GOVERNED| |[°
FRAME DETAIL SUPPORT LOUVER FRAME
BY DETAILS SHOWN ON
SHEET 1 THRU 7. DRA{E‘WO- REV.
SHEET NO
8 o 11




|{orRAwWN BY:  {CHECKED Br:

— K.P.S. W.W.S.
1/4" TEK SCREWS (TO VOLUME 1/4” TEK SCREWS (TO FLOT: DATE:
ATTACH DAMPER TO | CONTROL BLADE SUPPORT 1/4” TEK SCREW /- A4TACH ANGLES TO( L
LOUVER FRAME) WITHIN 8" DAMPER ANGLE (REF.) ATTACHED TO LOUVER FRAME) WITHIN 6" [lu
OF CORNERS & AT MAX. \ ' #— BACKER PLATE OF ENDS & MAX. 13" 0.C. {|8
13" 0.C. /[ WITHIN 6" OF ' "
1/4" X 1" CONTINUOUS CORNERS & AT 5
PVC GASKET MAX. 13" O.C. 3x2x 1/8 VOLUME
CONTINUOUS CONTROL 3
SUBSTRATE ALUMINUM ANGLE 9§ DAMPER £
(REF. LOUVER ) SHIP ATTACHED z
SECTIONS) \ , 4
4
=3
I 2
( [ l ) |
1 . o il o
i ! ' i & -
> _] 2" lf /g \: ] 1/4" TEK
====E_====——L ” ) N v SCREWS (TO O
\ T 174X 17 | \ ATTACH DAMPER =
| PVC GASKET ’ 8 GA. (125" TO ANGLES) 53
| THICK) X 4" 2 WITHIN 6" OF g xX
L/ 1/4” TEK SCREW | , WIDE CONTINUQUS CORNERS & AT '-g _,Qo
INTO EACH BLADE | | ALUMINUM MAX. 13" 0.C. { g ! 3+ 3
BRACE (REF.) | | BACKER PLATE [ : § B i : & oglfl)
2 | B O EI
LU ’ ? LI Z <O Lr)
LOU\E/ER—/ EXTERIOR 1/4" X 1 z édg;
PANEL L
L TheES VC=822 OR VC—28/29 DAMPER gg%@é%? q B 2 S0
O SECTION AT BLADE STIFFENER z. 3"
- voLuMe mLL o 8 8T
= " CONTROL {: g ™
5 LOUVER DAMPER VOLUME = |2 2
m PANEL CONTROL LOwvER — = 2
[T} 0 )
% (REF) o PANEL WIDTH —el=—— PANEL WIDTH —— 7 o g
= S 1
3 / & ko g2e
T VC—822 OR VC-—-28/29 DAMPER % §<-:‘j§l_7
INSTALLATION CLIP SECT'ON AT MULL'ON 8 gn: é:‘_?’_
I (REF. LOUVER o | G uuE
ll_ SECTIONS) V| 55 Fs
I ~ -1 €254
g 2 258 385
P SUBSTRATE L 5 238
F ) S (REF. LOUVER = EE L
1/4" TEK SCREWS (TO ~] B SECTIONS) g |5x 2
ATTACH DAMPER TO 1/4" X 1"— el D —1 -
1/4" X 1" LOUVER FRAME) CONTINUOUS i
CONTINUOUS  WITHIN 8" OF PVC GASKET aie, 7 \ o
_ PVC GASKET CORNERS & AT MAX. RO&d 0210010 2| B g
13” 0.C. ) 1/4" TEK SCREWS (TO ﬁg@ﬁé&mmm sgt Control g_ g L%LE
A ATTACH DAMPER TO By 3 5
i LOUVER BLADE) THROUGH S\ oz
LOUVER ; EVERY OTHER LOUVER dl e :
' THRU 11 ARE GOVERNED £
(S;EBFS”ESE/ER — LOUVER WIDTH — BY DETAILS SHOWN ON e
SECTIONS) VERTICAL _CROSS SECTION VC—822 OR VC-28/29 SHEET 1 THRU 7. Slg;{lo.
VC—822 OR VC-28/29 DAMPER DETAIL DAMPER JAMB DETAIL 9 o 11




1/4” TEK SCREWS (TO
ATTACH STORM LOUVER
TO LOUVER FRAME)
WITHIN 6” OF CORNERS
& AT MAX. 13" 0.C.

SUBSTRATE
(REF. LOUVER
SECTIONS)

1/4" X 17
CONTINUQUS
PVC GASKET

‘ LE42V
STORM
LOUVER
EXTERIOR
i

I ~

O LOUVER

% PANEL

o (REF.) 4"

L

>

2

(@]

-

T 1/4" TEK SCREWS (TO
18" 1,._// ATTACH STORM LOUVER

CONTINUOUS TO LOUVER FRAME)
PVC GASKET WITHIN 6” OF CORNERS
& AT MAX. 13" Q.C.

SUBSTRATE

(REF. LOUVER

SECTIONS)
VERTICAL CROSS SECTION
LE42V _STORM LOUVER DETAIL

1/4" TEK SCREWS (TO
ATTACH STORM LOUVER
TO LOUVER FRAME)

3x2x1/8
CONTINUOUS ANGLE
SHIP ATTACHED

WITHIN 6" OF
CORNERS & AT MAX. LE42V STORM
13" O.C. LOUVER

<UL
> H

1/4" X 11]
CONTINUOUS
PVC GASKET 8

LEL1EYY

JOIID

>

v L
LOUVER — E;;w
PANEL ‘
(REF.) EXTERIOR
~—— PANEL WIDTH —=~—— PANEL WIDTH —~

LE42V STORM_LOUVER
SECTION AT MULLION

1/4” TEK SCREW

ATTACHED TO

BACKER PLATE

WITHIN 6" OF

CORNERS & AT 2 x 2 x 1/4
MAX. 13" O.C. MULLION ANGLE

1/4" TEK SCREWS (TO ATTACH
STORM LOUVER TO LOUVER

INSTALLATION CLIP
(REF. LOUVER

BLADE) THROUGH EVERY OTHER
LOUVER BLADE SECTIONS)
LE42V STORM Z§§§TRATE
LOUVER (REF.
SECTIONS)
1/4" X 1"— 5
CONTINUOUS Parsinn
PVC GASKET<<£>
LOUVER —] r:l
PANEL
(REF.) EXTERIOR

—— LOUVER WIDTH

LE42V STORM LOUVER
JAMB DETAIL

LE42V
STORM
LOUVER

<UL

\

[
)

Florida Bulding Code

1/4" X 1"~ |

I
1/4” TEK SCREW—
INTO EACH BLADE |

|

BRACE (REF.)

CONTINUOQUS
PLATE

ALUMINUM BACKER

CONTINUOUS :\—8 GA. (125"

PVC GASKET | THICK) X 47 WIDE?
l
I
|

Approved as eomplying with the

Division

Date_ 04 /22/04
NOAT O3~ 7.0/
Biami Dade Prgdyet Control

DETAILS ON SHEETS 8

LOUVER/
PANEL LE42V STORM LOUVER
(REF.) SECTION AT BLADE STIFFENER

THRU 11 ARE GOVERNED
BY DETAILS SHOWN ON
SHEET 1 THRU 7.

CHECKED 8Y:
W.W.S.

PLOT: [3)

ATE:
04/03/03

DATE

BY

REVISION DESCRIPTION

NO.

INTERNATIONAL DRIVE

7301

AMERICAN WARMING & VENTILATING

MANUFACTURER

HOLLAND, OHIO 43528
419-865-5000

LE-32 LOUVER SYSTEM

ITLE

& CONSULTING, P.A.

8895 N. MILITARY TRAIL; SUITE C—-204

W. W. SCHAEFER ENGINEERING

CONSULTANTS

DRAWIN

PALM BEACH GARDENS, FL 33410
PHONE: 561—~775-4902 FAX: 561-775-4803

CERTIFICATION

SCHAEFER, P.E.
NO. 44135

z
]
o
S
=

DRAWING NO.

1217

R

2

SHEET NO.

10 o 11




DRAWN 8Y: CHECKED BY:

KPS, WW.S.
DUCT TRANSITION 1/4»» TEK SCREWS (TO PLOT: DATE.

1/4" TEK SCREWS (TO 1/4" TEK SCREWS (TO 3% 2x 1/8 oEChoN oF ATTACH TRANSITION e AL
ATTACH TRANSITION SLEEVE ATTACH TRANSITION SLEEVE CONTINUOUS ANGLE| pucTs To SLEEVE TO LOUVER w
TO LOUVER FRAME) WITHIN TO LOUVER FRAME) WITHIN SHIP ATTACHED LOUVER FRAME BLADE) THROUGH EVERY 3
6” OF CORNERS & AT MAX. 6" OF CORNERS & AT MAX. OTHER LOUVER BLADE
13" 0.C. SUBSTRATE 13" 0.C. ]
(REF. LOUVER DUCT TRANSITION SLEEVE INSTALLATION
SECTIONS) FOR CONNECTION OF DUCTS CLIP (REF. z
TO LOUVER FRAME LOUVER £
SECTIONS) g
1/4" X 1" :
CONTINUOUS SUBSTRATE ||3
PVC GASKET (REF. 2
LOUVER *
— ; SECTIONS) 3
3 ,
g 2" SE | H 1/4" X 1"
f / d 5 | § CONTINUOUS 2
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